Values per DIN/VDE 0100-600 and DIN/VDE 0701-0702

Limit Values for Groundwire resistance

<0.3Q up to 5m wire length and 16A rated current
add 0.1Q for | for wires more than 5m with a rated current up
each 7.5mup | to 16A

to 1Q

For all other wires use the calculated specific resistance

Insulation resistance

Min. Rated Voltage of the circuit Measuring
resistance Voltage
0.5MQ SELV, PELV 250V
1.0MQ up to 500V (including FELV) 500V
1.0MQ over 500V up to 1000V 1000V

GFCI/RCD testing

Limits per Measurement
DIN/VDE

<50V Contact Voltage
<400 ms Tripping Time

< rated fault | Trip Curent

current




